STANDARD OPERATING PROCEDURE # FDO 4.016

Subject: Water Tank By-Pass/Off Line

Purpose and Scope: To operate the water system with water tank off line

Procedure:


2. For by-pass tank, run #2 or #4 well. Have operator stand by at water tank and the well while other operators close water tank isolation valve and monitor system.

As you are changing from tank to well, operator will need to slowly close by-pass/discharge valve in well and close off same slowly until desired system operating pressure is reached. At this point, operator will have to manually run well and control system pressure with discharge by-pass valve. Maintain system pressure at 55 to 60 psi.

Developed By:

[Signature]
Marshall Seymour
Director
Utilities Energy & Sustainability

Approved by:

[Signature]
Dr. James Barnett,
Associate Vice President
Facilities Development & Operations